Relocatable classrooms (RCs) are commonly used by school districts with changing demographics and enrollment sizes. We designed and constructed four energy-efficient RCs for this study to demonstrate technologies with the potential to simultaneously improve energy efficiency and indoor environmental quality (IEQ). Two were installed at each of two school districts, and energy use and IEQ parameters were monitored during occupancy. Two RCs (one per school) were finished with materials selected for reduced emissions of toxic and odorous volatile organic compounds (VOCs). Each had two HVAC systems, operated on alternate weeks, consisting of a standard heat-pump system and an indirect-direct evaporative cooling (IDEC) system with gas-fired hydronic heating. The IDEC system provides continuous outside air ventilation at ≥15 CFM (7.5 L s -1 ) person -1 , efficient particle filtration while using significantly less energy for cooling. School year long measurements included: carbon dioxide (CO 2 ), particles, VOCs, temperature, humidity, thermal comfort, noise, meteorology, and energy use. IEQ monitoring results indicate that important ventilation-relevant indoor CO 2 and health-relevant VOC concentration reductions were achieved while average cooling and heating energy costs were simultaneously reduced by 50% and 30%, respectively.
INTRODUCTION
Energy efficiency in buildings is a key design consideration regulated by governmental agencies. Buildings also can be designed to explicitly improve indoor environmental quality (IEQ). Designs achieving good IEQ can be expected to have beneficial effects with respect to occupant health, work performance and absenteeism (Fisk, 2000) . This study was conducted with the goal of quantifying and demonstrating technologies with the potential to simultaneously improve energy efficiency and IEQ using new relocatable (modular or portable) classrooms as the exemplary buildings. Relocatable classrooms (RCs) are particularly well suited for this demonstration because they are self-contained structures with dedicated HVAC systems and well-defined occupancies. Large numbers of these units are being constructed in California (CA) and elsewhere in the United States. Here, we present the design, and summarize results from a field study of four new high-performance RCs that were constructed and located at two schools. This study, supported by the California Energy Commission, was a collaboration among Lawrence Berkeley National Laboratory (LBNL), Davis Energy Group (DEG), an RC manufacturer, and two CA school districts.
The use of RCs in California schools has increased dramatically in recent years due, in part to an increasing student population and to state and federal mandates for class size reduction. An estimated 85,000 RCs are currently in place in California schools, and the numbers have been increasing at a rate of at least 10,000 per year since 2001 (Sarich, 2001; Waldman, 2001; EdSource, 2002) . The most common RC configuration is a two module 7.2-m x 12-m, 86-m 2 (960-ft 2 ) classroom, although a number of other styles exist, including three-module and twostory designs.
The HVAC system is a critical component of RC design from both energy and IEQ Considerable concern also has been generated regarding indoor levels of toxic and odorous volatile organic compounds (VOCs), including formaldehyde in classrooms. Careful selection of construction and interior finish materials, in combination with adequate ventilation, can reduce baseline VOC concentrations and resultant occupant exposures to these chemicals.
METHODS
The field study phases included school district and RC manufacturer recruitment, RC design specification and construction, RC installation at schools and instrumentation; field measurement and data collection during cooling and heating seasons, and data analysis.
Methods are summarized below and provided in more detail by Shendell et al. 2002. Several school districts and an RC manufacturer were recruited for participation in the study.
To test the RC designs in diverse climates, we located school districts (SDs) in two distinct regions: the CA Central Valley (more extreme climate) and the San Francisco Bay Area (moderate climate). We secured agreements for placement of two high-performance RCs each at an SF Bay Area elementary school ("SDA," Cupertino) and a Central Valley elementary school ("SDB," Modesto). In the following text we refer to classrooms of type "A" and "B" located in SDA and SDB as SDA-A, SDA-B, SDB-A, and SDB-B.
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The high performance RC design used in this study combines available energy efficient construction materials and methods including additional wall, floor, and ceiling insulation; ceiling vapor barrier; "Cool Roof" reflective roof coating, low-emissivity window glazing; and efficient (T8) fluorescent lighting (DEG, 2000) . Each of the four study RCs were equipped with two HVAC systems: a standard 10 SEER heat-pump air conditioning system (HPAC), and an energy-efficient indirect/direct evaporative cooler (IDEC) which is suitable for use where outdoor summertime humidities are moderate to low. The IDEC supplies continuous ventilation at ≥15 CFM (7.5 L s -1 ) person -1 , even when heating or cooling is not required. Additionally, compared to the standard heat-pump system, it consumes about 70% less cooling energy. As it has no compressor and a quiet fan, the noise output from the system is lower. Incorporated into the IDEC is an 85% efficient (annual fuel utilization efficiency) gas-fired hydronic space heating system and an inlet filter system with 65% ASHRAE dust spot efficiency ). Both the IDEC and the HPAC system controls, as currently designed, require that the system be turned on in order to provide the required ventilation. In the case of the heat pump system, this action is tied to the temperature set point, such that outside air is only supplied when heat or cooling is needed. The IDEC system supplied room air through three 2' square ceiling diffusers evenly spaced across the length of the RC, while the HPAC systems used only two.
To study VOC source reduction potential, SDA-A and SDB-A received alternative low-VOC emitting wall panels, carpet, and ceiling panels (Hodgson et al., 2001 and 2002) . Target VOCs considered toxic air contaminants listed by the state of California and odorous compounds (Hodgson et al., 2001) . RCs identified as SDA-B and SDB-B were constructed using the manufacturer's standard materials, and all four RCs were otherwise constructed identically.
One exception was that Nylon-6,6 broadloom carpet was installed in SDA-B while SDB-B received Nylon-6 broadloom carpet, resulting in slightly different VOC emissions profiles, as discussed below. were simultaneously operated with either the HPAC or the IDEC unit, alternated weekly. Each RC was instrumented to measure a range of IEQ and energy parameters (Table 1) . Indoor and outdoor CO 2 concentrations were measured continuously. The particle counters measure particle number concentrations in six size ranges from 0.3 to 10 micrometers. Real-time data were stored as 6-minute averages to a central data acquisition system (CDAQS) operated continuously. Particle mass concentration was calculated from particle count concentration, based upon bin size diameter and an assumed density of 2 g cc -1 . During the study period, the RCs were each visited by a technician once a week (typically Tuesday or Thursday). Data stored on the CDAQS was retrieved. Integrated, schoolday (7-8 hr) indoor and outdoor VOC and aldehyde samples were collected and later analyzed. A thermal comfort cart, designed and constructed at LBNL based upon ASHRAE 55-1992 thermal comfort standard (ASHRAE, 1992) , was operated in three locations in each classroom. Observational information on HVAC usage and an inventory of cleaning and classroom supplies were collected . At the end of the weekly technician visit, the system operation was switched from HPAC to the IDEC, or visa-versa.
Participating teachers and school custodians received training on the operation of the two HVAC systems and were briefed on field visit procedures and the schedule of weekly system switching. In order not to bias the teachers' behavior, we avoided discussing IEQ issues with the teachers and simply described the project as a study to test a new energy-efficient HVAC system. We instructed them to turn the IDEC on at the beginning of the school day as it runs automatically, but to use the HPAC system as they would normally.
RESULTS AND DISCUSSION
The patterns of operation of HVAC systems by the teachers directly influenced classroom IEQ parameters during the school day. As noted, both systems, as currently designed, must be turned on in order to provide the required ventilation. The heat pump thermostat does provide a "Fan Only" setting, but the teachers may prefer not to use it due to reported fan noise. The IDEC control requirement is simply to be on during occupancy, since the fan provides continuous 100% outside air when it is operational. In some cases, the decision to not turn the systems on is based upon a desire to save energy. For example, one teacher in the study regularly opened the RC windows during the morning instead of running the HVAC. In general, doors and windows were left open more frequently during the cooling season. The continuous ventilation provided by the IDEC system was effective for controlling the concentrations of indoor-generated pollutants as demonstrated by the formaldehyde data.
Schoolday formaldehyde concentrations in both the cooling and heating seasons were higher during HPAC weeks than during IDEC weeks. Cooling season means were 21±5 ppb and 8±3 ppb, respectively, for HPAC and IDEC weeks. Heating season means were 14±9 ppb and 4.5±1.3 ppb, respectively. Lower formaldehyde concentrations during the heating season likely were the result of aging of the source materials.
Indoor PM concentrations were generally higher than outdoors indicating that the occupant activities were a source of particles. During the cooling season with frequent door and window use there was increased infiltration of PM from outdoors. Indoor PM concentrations were lower on average during HPAC operation across the size distribution, but they occasionally reached very high levels in both HVAC modes. During cooling weeks, the HPAC's recirculation of air through a low efficiency filter may have been more effective than the 65% efficient single-pass filtration of the IDEC. During the heating season, the IDEC operation weeks had about 33% lower mean indoor PM concentrations, but higher maximum levels. Overall, the indoor PM concentrations were much lower during the heating season.
The RC sound levels were very consistent across HVAC system and season, averaging just below 56 dBA. A comparison of occupied and unoccupied time periods showed that most of the noise increase above background in the occupied classrooms was due to the occupants themselves, with the HPAC and IDEC system operation contributing up to 14 dBA and 11
dBA, respectively. The data in Table 2 indicate that the distribution of sound levels was slightly higher during IDEC weeks. This finding does not agree with comments by the teachers saying that the IDEC operated very quietly. It is possible that the sound measurement location led to an upward bias in noise level during IDEC operation due to its closer proximity to the nearest IDEC supply diffuser than to the nearest HPAC diffuser. finding was in agreement with the results of the laboratory study of standard and alternate materials conducted prior to the field investigation. Thus, the effects attributable to the use of alternate materials in these classrooms were small and continuous ventilation supplied by the IDEC system had a relatively greater impact on maintaining indoor VOC concentrations at low levels. Table 2 shows that the average energy costs for operating the HVAC during the cooling and heating seasons were lower with the IDEC/hydronic gas heat system than for the HPAC system. On average, cooling costs were halved and heating costs reduced by about 30 percent, while more outside air was concurrently provided for ventilation. These results, overall suggest that it is possible to use efficient engineering solutions to simultaneously reduce energy consumption and improve indoor environmental quality. Hodgson et al., 2001 4 See ASHRAE, 1992 
